
15A NCAC 18A .2525 HEATER AND TEMPERATURE REQUIREMENTS 

(a)  Pool heaters shall be designed for the purpose intended. 

(b)  Heaters shall be equipped with thermostatic controls capable of assuring that the maximum operating 

temperature of spa water does not exceed 104 degrees Fahrenheit (40 degrees C), and that the maximum operating 

temperature of other heated public swimming pools does not exceed 90 degrees Fahrenheit (32 degrees C). Such 

controls shall be accessible only to the operator. 

 

History Note: Authority G.S. 130A-282; 

Eff. May 1, 1991; 

Amended Eff. February 1, 2004; August 1, 1991; 

Pursuant to G.S. 150B-21.3A, rule is necessary without substantive public interest Eff. July 20, 

2019. 

 


